Abstract: Ultra-high-frequency (UHF) partial discharge (PD) online monitoring is an effective way to inspect potential faults and insulation defects in power transformers. The construction of UHF PD online monitoring system is a challenge because of the high-frequency and wide-frequency band of the UHF PD signal. This paper presents a novel, intelligent sensor for UHF PD online monitoring based on a new method, namely a level scanning method. The intelligent sensor can directly acquire the statistical characteristic quantities and is characterized by low cost, few data to output and transmit, Ethernet functionality, and small size for easy installation. The prototype of an intelligent sensor was made. Actual UHF PD experiments with three typical artificial defect models of power transformers were carried out in a laboratory, and the waveform recording method and intelligent sensor proposed were simultaneously used for UHF PD measurement for comparison. The results show that the proposed intelligent sensor is qualified for the UHF PD online monitoring of power transformers. Additionally, three methods to improve the performance of intelligent sensors were proposed according to the principle of the level scanning method.
Introduction
Power transformers are key equipment in power systems. Faults and insulation defects may happen under electrical, thermal, and mechanical stress with the increase in operation time. Partial discharge (PD) online monitoring is an effective way to identify potential faults and inspect insulation defects in power transformers [1] [2] [3] [4] [5] [6] [7] [8] . PD is generally a transient phenomenon accompanied by physical and chemical phenomena, such as electrical pulse, electromagnetic wave, ultrasonic signal, mechanical vibration, and light and gas components, which can be detected by corresponding sensors [9] [10] [11] [12] [13] [14] [15] [16] . Among those methods, the ultra-high-frequency (UHF) PD detection method becomes an international, advanced research hotspot because of its advantages such as high sensitivity, strong anti-interference ability, high reliability, and ability to recognize and locate discharge sources [17] [18] [19] [20] [21] [22] .
The frequency of UHF PD detection ranges from 300 MHz to 3 GHz [23] . The acquisition of UHF PD signal is a challenge because of its high frequency and wide frequency band. The waveform recording method is the simplest method to acquire UHF PD signal, but the sampling rate of acquisition device must be several GHz according to the sampling theorem, which is beyond an ordinary data acquisition card's ability. There are several high-performance high-speed data acquisition cards and digital oscilloscopes satisfying the requirement, but they are not suitable for the online continuous monitoring of the UHF PD signal and are mostly used in laboratory research because of such disadvantages as high cost, large amounts of data to store and transmit, and complex data post-processing [24, 25] . In order to construct the UHF PD online monitoring system, a peak value recording method was presented in [26] in which the peak-value-detect-and-hold circuit was designed to maintain the maximum magnitude of the UHF PD signal in each phase interval for further data processing, but the low sampling rate and error of the peak-valve-detect-and-hold circuit will cause a large loss of information in the UHF PD signal, which leads to less accurate detection results. Moreover, there are other methods proposed to acquire the UHF PD signal: In [27] , increasing a frequency mixing circuit in the signal preprocessing module to decrease the frequency of the UHF PD signal to that of an ordinary data acquisition card was proposed, but the error of signal magnitude is large in this method; in [28] a method using the UHF envelope detection circuit and high-speed data acquisition system to acquire UHF PD signal was demonstrated, but it had the same disadvantages as the waveform recording method. There are also several commercial products available for UHF PD online monitoring, but taking into consideration their high price, the mass data transmission, and specialized transport protocol, those commercial products are not cost-effective and not suitable for a wide application of constructing a UHF PD online monitoring system in power transformers.
The present paper proposes a novel, intelligent senor for continuous online UHF PD monitoring of power transformers in substations. It is characterized by low cost, little data for output and transmission, and Ethernet functionality, which is suitable for wide use. Section 2 proposes a new method, namely the level scanning method, to acquire the statistical characteristic quantities of the UHF PD signal, which is the base of the intelligent sensor. Section 3 introduces the implementation of the intelligent sensor. Section 4 presents the comparative experiment between intelligent sensors and the waveform recording method, and the results are presented and discussed. Section 5 presents a further analysis of the experiment results and proposes three methods to improve the performance of the intelligent sensor. The use of the proposed intelligent sensor for UHF PD detection in other electrical components is also discussed in Section 5. The last section offers conclusions.
The Level Scanning Method
The PD activity has statistical characteristic quantities. The most fundamental and important statistical characteristic quantities are the magnitude of discharge, the number of discharges, and the corresponding phase distribution, from which we can obtain φ-V max , φ-n tot , φ-V-n, and other pattern charts, where φ is phase, V is the magnitude of PD signal, V max is the maximum magnitude of the PD signal in a phase interval, n is number of discharges, and n tot is the total number of discharges in a phase interval. Some statistical characteristic quantities can be extracted from these patterns charts to recognize the PD pattern or to monitor the evolution of insulation detects long-term to avoid insulation failure. A novel method, namely the level scanning method, is proposed in this paper to obtain the magnitude of discharge, the number of discharges, and the corresponding phase distribution directly without the post-processing of data. Figure 1 shows the basic principle of the level scanning method. In this figure, the distribution of discharges within a power frequency cycle is shown. The UHF PD pulses appear in both the positive and negative half cycles of the AC voltage. Note that the UHF PD pulses are actually waves with positive parts and negative parts because of decaying oscillation, and the positive pulses here are used to represent actual UHF PD pulses for simplicity in Figure 1 . In order to obtain the magnitude of discharge, a set of increasing levels, V 1 -V 5 , namely the reference levels, are compared with the UHF PD pulses. Initially, the power frequency cycle is divided into several equal phase intervals. Then, the UHF PD pulses, whose magnitudes are larger than a set reference level within several power frequency cycles, are counted and stored for each phase interval according to the time UHF PD pulses appeared on. In this way, the corresponding number of discharges for different reference levels is obtained. Moreover, it can be observed that the number of discharges counted becomes smaller when reference levels increase. If the step of reference level is small enough, the magnitude and number of discharges can be precisely extracted. It should be emphasized that, in this method, the number of discharges for a specific magnitude of discharge in a phase interval represents the number of all discharge pulses whose magnitude are greater than the corresponding reference level in this phase interval, and the corresponding reference level is regarded as the magnitude of discharge in this method, which is different from the traditional method.
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Implementation of the Intelligent Sensor

Ultra-High-Frequency Antanas
The UHF antenna is one of the core parts of the proposed intelligent sensor. There are several kinds of antennas designed for UHF PD detection in [29] [30] [31] [32] . In this work, the optimal third order Peano fractal antenna designed in our previous work [33] is used as the UHF antenna of the intelligent sensor for its good properties and small size-90 mmˆ90 mm. The voltage standing wave ratio (VSWR) curve of the antenna is shown in Figure 3a , which shows that the antenna has a wide pass band where VSWR < 5 between 0.3 GHz and 1 GHz. The three-dimensional radiation patterns at 0.4 GHz and 0.7 GHz are shown in Figure 3c ,d, respectively. The patterns at the two frequencies are both near a hemisphere, which shows that the antenna has a good direction. The prototype of the antenna is shown in Figure 3b .
For the installation of this antenna, it is not installed in a transformer drain valve. An alternative way to install PD antennas in power transformers was presented in [32] , and the installation of antenna in the proposed intelligent sensor also uses this method. Specifically, a hole will be opened at the wall of the transformer, and a dielectric window made of polytetrafluoroethylene (PTFE) will be welded to install the antenna container. There is a shell of the antenna container made of cast iron that can prevent outside noises from coming into the antenna system. 
Implementation of the Intelligent Sensor
Ultra-High-Frequency Antanas
The UHF antenna is one of the core parts of the proposed intelligent sensor. There are several kinds of antennas designed for UHF PD detection in [29] [30] [31] [32] . In this work, the optimal third order Peano fractal antenna designed in our previous work [33] is used as the UHF antenna of the intelligent sensor for its good properties and small size-90 mm × 90 mm. The voltage standing wave ratio (VSWR) curve of the antenna is shown in Figure 3a , which shows that the antenna has a wide pass band where VSWR < 5 between 0.3 GHz and 1 GHz. The three-dimensional radiation patterns at 0.4 GHz and 0.7 GHz are shown in Figures 3c,d , respectively. The patterns at the two frequencies are both near a hemisphere, which shows that the antenna has a good direction. The prototype of the antenna is shown in Figure 3b .
Hardware of the Data Processing Module
The data processing module is another core part of the proposed intelligent sensor. In our work, the data processing module is divided into two parts, namely the signal pre-processing module and the data acquisition module.
The Signal Pre-Processing Module
The signal pre-processing module comprised of a multiplexer, a band-pass filter, and an amplifier circuit is integrated in a printed circuit board (PCB). The analog multiplexer CD452 by Fairchild (Semiconductor Corporation, Sunnyvale, CA, USA) is used as a 4-channel multiplexer to 
Hardware of the Data Processing Module
The Signal Pre-Processing Module
The signal pre-processing module comprised of a multiplexer, a band-pass filter, and an amplifier circuit is integrated in a printed circuit board (PCB). The analog multiplexer CD452 by Fairchild (Semiconductor Corporation, Sunnyvale, CA, USA) is used as a 4-channel multiplexer to choose the signal channel. Considering the interference such as the corona discharge (with the upper frequency below 300 MHz) and the signals of cell phones (880-960 MHz) [29] , the band-pass filter is designed with a pass band from 300-800 MHz. The amplifier circuit composed of two CLC425s (National Semiconductor Corporation, Santa Clara, CA, USA) has an alternative gain according to signal intensity, namely 20 dB and 40 dB. The operation of the multiplexer and the amplifier is controlled by FPGA.
The Data Acquisition Module
The data acquisition module is also integrated in a PCB. As shown in Figure 2 , the level scanning process is accomplished by FPGA, DAC, and UFVC. In our design, FPGA controls all of the functions of the intelligent sensor, which contains the control of the signal pre-processing module, the level scanning process, and the communication module. In particular, an Altera FPGA, model EP2S30 of the Stratix II device family, is utilized, which is characterized by a mass equivalent logic element up to 180 k, 9 Mbits of on-chip, supporting various Input/Output standards along with support for 1-gigabit per second (Gbps) source synchronous signaling with DPA circuitry. Moreover, an UFVC ADCMP567 (Analog Devices, Inc., Norwood, MA, USA) is used, which is characterized by a 250-ps propagation delay input to output, 50-ps propagation delay dispersion, and a 5-GHz equivalent input rise time bandwidth, which is enough to compare the signal with the frequency range from 300 MHz to 3 GHz.
Software of the Data Processing Module
The program in the data processing module controls all of the functions of the intelligent sensor, which contains UHF PD signal reception, pre-processing, comparison and scanning, data storage, and data transmission, as shown in Figure 4 . The specific steps are as follows:
Step 1 Initialization. In this step, the signal channel, the gain of amplifier, the initial reference level, and the number of scanning cycles are set. Moreover, a frequency cycle is divided into several equal phase intervals, and the corresponding memory addresses to store the number of discharges within each phase interval are assigned in FPGA.
Step 2 Signal comparison, data storage, and transmission. The start of the module is first triggered by the zero crossing point in the rising edge of the power frequency phase inference signal after being initialized, and the scanning time is counted from this moment. UHF PD signals are compared with the reference level and then scanned by FPGA, and the phase of UHF PD signals are calculated simultaneously. If the UHF PD signal is greater than the reference level, the number of discharges within the corresponding phase interval in the memory address add 1. If the counted scanning cycle reaches the set valve t s , stop scanning and transmitting the data to the PC or control center. The data is a row of numbers, which is shown in Table 1 .
Step 3 Comparison with variable reference level. FPGA automatically changes the value of the reference level according to the algorithm. Repeat Step 2.
Step 4 Stop operation. Judge the number of discharges in each phase interval; if they are totally equal to zero, which means there is no discharge whose magnitude is greater than the reference level, stop scanning and exit the loop.
The final statistical parameters of PD collected by the intelligent sensor are reserved as a table in the PC or control center, as shown in Table 1 , where V i is the reference level, j is the serial number of phase interval, and n ij is the number of discharges whose magnitude is greater than V i within phase interval j. From this table, we can plot the pattern charts of φ-V max , φ-n tot , φ-V-n, and other exact statistical characteristic quantities for PD pattern recognition and fault diagnosis. 
Experiment and Results
Experiment
The case study is used to assess the performance of the proposed intelligent sensor for UHF PD detection of the power transformer. For comparison, the waveform recording method of UHF PD signal is also used at the same time. Figure 5 shows the UHF PD detection experiment setup. The experiments are carried out in an electromagnetic shielded laboratory at room temperature (20 °C). The PD free power source consists of a function generator and a high voltage amplifier (TREK 50 kV/12 mA, TREK, Inc., Lockport, NY, USA). The function generator generates the AC voltage, and the high voltage amplifier raises the AC voltage to the required level. A PC is connected to the intelligent sensor to store the PD data and perform other data processing tasks. Moreover, the UHF PD signal output from the signal preprocessing module is directly input into oscilloscope (DPO 7104, Tektronix Inc., Beaverton, OR, USA) to record the UHF PD signal. The record length of the oscilloscope reaches up to the 400-M point, and its real-time sampling rate reach up to 10 GS/s in 4 channels, which is sufficient to collect the UHF PD signal for a power frequency cycle (20 ms). 
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Experiment
The case study is used to assess the performance of the proposed intelligent sensor for UHF PD detection of the power transformer. For comparison, the waveform recording method of UHF PD signal is also used at the same time. Figure 5 shows the UHF PD detection experiment setup. The experiments are carried out in an electromagnetic shielded laboratory at room temperature (20˝C). The PD free power source consists of a function generator and a high voltage amplifier (TREK 50 kV/12 mA, TREK, Inc., Lockport, NY, USA). The function generator generates the AC voltage, and the high voltage amplifier raises the AC voltage to the required level. A PC is connected to the intelligent sensor to store the PD data and perform other data processing tasks. Moreover, the UHF PD signal output from the signal pre-processing module is directly input into oscilloscope (DPO 7104, Tektronix Inc., Beaverton, OR, USA) to record the UHF PD signal. The record length of the oscilloscope reaches up to the 400-M point, and its real-time sampling rate reach up to 10 GS/s in 4 channels, which is sufficient to collect the UHF PD signal for a power frequency cycle (20 ms). Figure 5 . The experiment setup.
There were three typical artificial defect models built in the experiment to generate UHF PD signals. Figure 6a shows an air-void discharge model, including three layers of oil-impregnated paper and a sphere-to-board electrode system. A disc-shaped void with a diameter of 20 mm was bounded with oil-impregnated paper in the air-void discharge model. Figure 6b shows an experiment model of a cylinder-to-board electrode for surface discharge defects. Figure 6c shows the corona discharge model, which is basically a needle-plate electrode system. The thickness of the pressboard in each model is 0.5 mm. When performing the experiments, the artificial defect models were placed into a test chamber that was made out of organic glass and was filled with insulation oil. The UHF antenna was placed beside the test chamber. Table 2 shows the inception voltages, breakdown voltages, and test voltages of the three types of artificial defect models in the experiment. During the experiment, the amplification factor of the amplifier is set at 40 dB, and the power frequency cycle is divided into 128 equal phase intervals. The UHF PD signals of 200 power frequency cycles are scanned under each reference level for the surface discharge model and the air-void discharge model. The UHF PD signals of 400 power frequency cycles are scanned under each reference level for the corona discharge model because its discharge frequency is small compared to the other two discharge models. The applied voltage for each discharge model increases gradually from 0 kV. When the applied voltage for each discharge model reaches the corresponding test voltage shown in Table 2 , stop increasing the applied voltage. When the corresponding test voltage is applied to each discharge model for 15 min, start the intelligent sensor and oscilloscope to collect the UHF PD signals at the same time. Moreover, the magnitude of the background interference signal, which is distributed in the whole cycle, is about 20 mV. In order to avoid the background interference signal, the initial reference level is set at 20 mV, and the step of reference level is set at 10 mV. There were three typical artificial defect models built in the experiment to generate UHF PD signals. Figure 6a shows an air-void discharge model, including three layers of oil-impregnated paper and a sphere-to-board electrode system. A disc-shaped void with a diameter of 20 mm was bounded with oil-impregnated paper in the air-void discharge model. Figure 6b shows an experiment model of a cylinder-to-board electrode for surface discharge defects. Figure 6c shows the corona discharge model, which is basically a needle-plate electrode system. The thickness of the pressboard in each model is 0.5 mm. When performing the experiments, the artificial defect models were placed into a test chamber that was made out of organic glass and was filled with insulation oil. The UHF antenna was placed beside the test chamber. There were three typical artificial defect models built in the experiment to generate UHF PD signals. Figure 6a shows an air-void discharge model, including three layers of oil-impregnated paper and a sphere-to-board electrode system. A disc-shaped void with a diameter of 20 mm was bounded with oil-impregnated paper in the air-void discharge model. Figure 6b shows an experiment model of a cylinder-to-board electrode for surface discharge defects. Figure 6c shows the corona discharge model, which is basically a needle-plate electrode system. The thickness of the pressboard in each model is 0.5 mm. When performing the experiments, the artificial defect models were placed into a test chamber that was made out of organic glass and was filled with insulation oil. The UHF antenna was placed beside the test chamber. Table 2 shows the inception voltages, breakdown voltages, and test voltages of the three types of artificial defect models in the experiment. During the experiment, the amplification factor of the amplifier is set at 40 dB, and the power frequency cycle is divided into 128 equal phase intervals. The UHF PD signals of 200 power frequency cycles are scanned under each reference level for the surface discharge model and the air-void discharge model. The UHF PD signals of 400 power frequency cycles are scanned under each reference level for the corona discharge model because its discharge frequency is small compared to the other two discharge models. The applied voltage for each discharge model increases gradually from 0 kV. When the applied voltage for each discharge model reaches the corresponding test voltage shown in Table 2 , stop increasing the applied voltage. When the corresponding test voltage is applied to each discharge model for 15 min, start the intelligent sensor and oscilloscope to collect the UHF PD signals at the same time. Moreover, the magnitude of the background interference signal, which is distributed in the whole cycle, is about 20 mV. In order to avoid the background interference signal, the initial reference level is set at 20 mV, and the step of reference level is set at 10 mV. Table 2 shows the inception voltages, breakdown voltages, and test voltages of the three types of artificial defect models in the experiment. During the experiment, the amplification factor of the amplifier is set at 40 dB, and the power frequency cycle is divided into 128 equal phase intervals. The UHF PD signals of 200 power frequency cycles are scanned under each reference level for the surface discharge model and the air-void discharge model. The UHF PD signals of 400 power frequency cycles are scanned under each reference level for the corona discharge model because its discharge frequency is small compared to the other two discharge models. The applied voltage for each discharge model increases gradually from 0 kV. When the applied voltage for each discharge model reaches the corresponding test voltage shown in Table 2 , stop increasing the applied voltage. When the corresponding test voltage is applied to each discharge model for 15 min, start the intelligent sensor and oscilloscope to collect the UHF PD signals at the same time. Moreover, the magnitude of the background interference signal, which is distributed in the whole cycle, is about 20 mV. In order to avoid the background interference signal, the initial reference level is set at 20 mV, and the step of reference level is set at 10 mV. 
Results
The acquired data of the intelligent sensor are integrated in a data table similar to Table 1 . The φ-n tot , φ-V max , and φ-V-n pattern charts of the three types of discharge models are plotted by the drawing program according to the corresponding data tables. For comparison, the UHF PD signals acquired by the oscilloscope for the three types of discharge models are also processed by the level scanning method. The φ-n tot , φ-V max , and φ-V-n pattern charts of the two methods for the air-void discharge model, the surface discharge model, and the corona discharge model are shown in Figures 7-9 respectively. Because the initial reference level is set at 20 mV, the signals whose magnitude are below 20 mV have been reset to 0 in all φ-V max and φ-V-n pattern charts.
From Figures 7-9 it can be seen that the data acquired by the intelligent sensor can strongly reflect the corresponding characteristics of the three types of discharge models as well as the data acquired by the oscilloscope, which validates the effectiveness of the proposed intelligent sensor. The discharge of the air-void discharge model under the given test voltage mainly distributed in the rising and falling edges of the positive and negative half cycles, respectively (0˝-90˝and 180˝-270˝), and the PD phase distributions in the positive and negative half cycles were basically symmetrical. The discharge of the surface discharge model under the given test voltage mainly distributed in the range of 30˝-130˝in the positive half cycle and 180˝-290˝in the negative half cycle. The discharge of the corona discharge model under the given test voltage both concentrated on the peaks in the positive half cycle and the negative half cycle, and the magnitude and number of discharges in the negative half cycle were greater than those in the positive half cycle. However, there are differences in the magnitude and number of discharges between the two methods. The magnitudes of discharges for the three types of discharge models collected by the oscilloscope are all greater than those collected by the intelligent sensor. The number of discharges collected by the intelligent sensor are all much greater than those collected by the oscilloscope, especially for the number of discharges with low magnitude. These differences will be discussed in the next section. 
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(c1) (c2) Figure 9 . PD pattern charts of the corona discharge model. (a1)-(c1) are the φ-ntot, φ-Vmax, and φ-V-n pattern charts of data acquired by the intelligent sensor, respectively; (a2)-(c2) are the φ-ntot, φ-Vmax, and φ-V-n pattern charts of data acquired by the oscilloscope, respectively. . PD pattern charts of the corona discharge model. (a1)-(c1) are the φ-n tot , φ-V max , and φ-V-n pattern charts of data acquired by the intelligent sensor, respectively; (a2)-(c2) are the φ-n tot , φ-V max , and φ-V-n pattern charts of data acquired by the oscilloscope, respectively.
V max is an important parameter in PD, which in general can reflect the severity of defects. In order to quantitatively analyze the differences between V max acquired by the intelligent sensor and that by the oscilloscope, the correlation of the φ-V max pattern charts of the two methods of the three types of discharge models were analyzed, respectively. The correlation of the two figures is always expressed as a correlation coefficient, and the greater the absolute value of the correlation coefficient is, the stronger the correlation is. In our work, Pearson's correlation coefficient was chosen, which was proposed by British statistician Pearson. The formula of Pearson's correlation coefficient between variable X and variable Y is as follows:
The correlation coefficients of the φ-V max pattern charts of the two methods of the air-void discharge model, the surface discharge model and the corona discharge model calculated by the above formula are 0.9025, 0.8913, and 0.9127, respectively, which all show strong correlation. This shows that the intelligent sensor can accurately acquire the UHF PD signals' magnitude.
Discussion
The Influence Factors of the Number of Discharges
As mentioned previously, the level scanning method counts the number of discharge pulses instead of the number of discharges. Comparing Figures 7b1,b2, 8b1,b2 and 9b1,b2 , respectively, it can be seen that the number of discharges counted by the intelligent sensor is greater than that by the waveform recording method. In order to analyze the reason, a typical UHF PD signal in insulation oil was measured by the oscilloscope, as shown in Figure 10 . It can be seen that a UHF discharge signal contains several discharge pulses because of the decaying oscillation of the discharge signal. Therefore, when using the intelligent sensor to count the number of discharges, a UHF PD signal may be counted multiple times. Moreover, the repeated counting times depend on the value of the reference level and the magnitude of the UHF PD signal. For UHF PD signals with same magnitude, the smaller the reference level is, the greater the counted number of discharge pulses is; for a fixed reference level, the greater the magnitude of the UHF PD signal is, the greater the counted number of discharge pulses is.
From the analysis above, it can be seen that, when using the intelligent sensor, the number of discharges with low magnitude is influenced significantly, but the number of discharges with high magnitude is hardly influenced. It is difficult to quantitatively compare the number of discharges by the two methods for their different principles. However, the number of discharges counted by the intelligent sensor can also accurately reflect the characteristics of the PD as the waveform recording method. Vmax is an important parameter in PD, which in general can reflect the severity of defects. In order to quantitatively analyze the differences between Vmax acquired by the intelligent sensor and that by the oscilloscope, the correlation of the φ-Vmax pattern charts of the two methods of the three types of discharge models were analyzed, respectively. The correlation of the two figures is always expressed as a correlation coefficient, and the greater the absolute value of the correlation coefficient is, the stronger the correlation is. In our work, Pearson's correlation coefficient was chosen, which was proposed by British statistician Pearson. The formula of Pearson's correlation coefficient between variable X and variable Y is as follows:
The correlation coefficients of the φ-Vmax pattern charts of the two methods of the air-void discharge model, the surface discharge model and the corona discharge model calculated by the above formula are 0.9025, 0.8913, and 0.9127, respectively, which all show strong correlation. This shows that the intelligent sensor can accurately acquire the UHF PD signals' magnitude.
Discussion
The Influence Factors of the Number of Discharges
As mentioned previously, the level scanning method counts the number of discharge pulses instead of the number of discharges. Comparing Figures 7b1,b2-9b1 ,b2, respectively, it can be seen that the number of discharges counted by the intelligent sensor is greater than that by the waveform recording method. In order to analyze the reason, a typical UHF PD signal in insulation oil was measured by the oscilloscope, as shown in Figure 10 . It can be seen that a UHF discharge signal contains several discharge pulses because of the decaying oscillation of the discharge signal. Therefore, when using the intelligent sensor to count the number of discharges, a UHF PD signal may be counted multiple times. Moreover, the repeated counting times depend on the value of the reference level and the magnitude of the UHF PD signal. For UHF PD signals with same magnitude, the smaller the reference level is, the greater the counted number of discharge pulses is; for a fixed reference level, the greater the magnitude of the UHF PD signal is, the greater the counted number of discharge pulses is.
From the analysis above, it can be seen that, when using the intelligent sensor, the number of discharges with low magnitude is influenced significantly, but the number of discharges with high magnitude is hardly influenced. It is difficult to quantitatively compare the number of discharges by the two methods for their different principles. However, the number of discharges counted by the intelligent sensor can also accurately reflect the characteristics of the PD as the waveform recording method. 
Methods to Improve the Performance of the Intelligent Sensor
From the experiment result, it is found that the magnitude of discharge acquired by the oscilloscope is greater than that acquired by the intelligent sensor. In order to analyze the reason, the data acquisition theory of the level scanning method is further analyzed.
As shown in Figure 11 , S 1 , S 2 , S 3 , and S 4 represent the UHF PD pulse; V 1 and V 2 are two reference levels with a different value. When doing a level comparison, the parts of S 1 , S 2 , S 3 , and S 4 that are greater than the reference level are converted into the corresponding square wave in Sq 1 and Sq 2 . If the width of the square wave is greater than the scanning cycle of FPGA, this UHF PD pulse can be counted. It can be seen that, if the width of discharge pulse is narrow or its duration time is short, the width of the corresponding square wave is narrow; for a same discharge pulse, the part that is greater than the reference level becomes narrower when the reference level increases.
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As shown in Figure 11 , S1, S2, S3, and S4 represent the UHF PD pulse; V1 and V2 are two reference levels with a different value. When doing a level comparison, the parts of S1, S2, S3, and S4 that are greater than the reference level are converted into the corresponding square wave in Sq1 and Sq2. If the width of the square wave is greater than the scanning cycle of FPGA, this UHF PD pulse can be counted. It can be seen that, if the width of discharge pulse is narrow or its duration time is short, the width of the corresponding square wave is narrow; for a same discharge pulse, the part that is greater than the reference level becomes narrower when the reference level increases. In order to quantitatively analyze the performance of the intelligent sensor, we use highfrequency sinusoidal pulses as test signals. A function generator is used to generate high-frequency sinusoidal pulses with different magnitudes and frequencies. Because the core part of the intelligent sensor is the data acquisition module, the high-frequency sinusoidal pulses are directly input into the data acquisition module to obtain the number and the magnitude of the high-frequency sinusoidal pulses.
When doing the test, the function generator is adjusted to output high-frequency sinusoidal pulses whose magnitudes are 250, 500 and 1000 mV and whose frequencies are 50, 80 and 100 MHz, respectively. Table 3 includes the results obtained by the data acquisition module, where Vt is the theoretical magnitude of the sine wave, f is the frequency of the sine wave, N1 is the detection number of the sine waves and N2 is the theoretical number of the sine waves. In particular, Voff is the maximum reference level where N1 nearly equals N2, and Woff is the corresponding width of the part of the sine wave that is greater than Voff. Therefore, Woff is the smallest width of the square wave that can be counted by the intelligent sensor. The number of the scanning cycle is 10 power frequency cycles, namely 0.2 s. Table 3 shows Woff is about 2-3 ns. Therefore, for a certain reference level, the discharge pulse may not be detected if its width of the part that is greater than the reference level is smaller than 2 ns. From the analysis above, the width of the discharge pulse, the scanning frequency of the FPGA, and the step of the reference level influence the performance of the intelligent sensor. In order to improve the performance of the intelligent sensor, three methods are proposed: In order to quantitatively analyze the performance of the intelligent sensor, we use high-frequency sinusoidal pulses as test signals. A function generator is used to generate high-frequency sinusoidal pulses with different magnitudes and frequencies. Because the core part of the intelligent sensor is the data acquisition module, the high-frequency sinusoidal pulses are directly input into the data acquisition module to obtain the number and the magnitude of the high-frequency sinusoidal pulses.
When doing the test, the function generator is adjusted to output high-frequency sinusoidal pulses whose magnitudes are 250, 500 and 1000 mV and whose frequencies are 50, 80 and 100 MHz, respectively. Table 3 includes the results obtained by the data acquisition module, where V t is the theoretical magnitude of the sine wave, f is the frequency of the sine wave, N 1 is the detection number of the sine waves and N 2 is the theoretical number of the sine waves. In particular, V off is the maximum reference level where N 1 nearly equals N 2 , and W off is the corresponding width of the part of the sine wave that is greater than V off . Therefore, W off is the smallest width of the square wave that can be counted by the intelligent sensor. The number of the scanning cycle is 10 power frequency cycles, namely 0.2 s. Table 3 shows W off is about 2-3 ns. Therefore, for a certain reference level, the discharge pulse may not be detected if its width of the part that is greater than the reference level is smaller than 2 ns. From the analysis above, the width of the discharge pulse, the scanning frequency of the FPGA, and the step of the reference level influence the performance of the intelligent sensor. In order to improve the performance of the intelligent sensor, three methods are proposed:
‚
Increase the gain of the amplifier. For a UHF PD signal, the width of the discharge pulse becomes larger after being amplified, and the larger the gain of the amplifier is, the greater the width of the discharge pulse is, which makes the discharge pulse easier to detect.
Increase the scanning frequency of the FPGA. W off of the proposed intelligent sensor is decided by the scanning frequency used to count the square wave in the FPGA; the smaller the W off is, the more accurate the data is. This method can be realized with the rapid development of the FPGA in the future.
‚ Decrease the step of the reference level. According to the theory of the level scanning method, the detection accuracy of the magnitude will increase with the decrease in the step of the reference level, especially when the reference level is near the peak of the discharge pulse.
When using the proposed intelligent sensor to detect PD in power transformers on-site, the initial reference level is usually set at the magnitude of the background interference signal. The installation location of the antenna on the power transformer is fixed, so the magnitude of the UHF PD electromagnetic wave, which is generated far from the antenna, may become small because of the signal attenuation. In order to sensitively detect the PD generated far from the antenna, the amplification factor of the amplifier is recommended to be set at 40 dB. For the step of the reference level, as mentioned above, the smaller the step of the reference level is, the more accurate the detection of the magnitude is. However, the smaller the step of the reference level is, the longer the time to finish a detection is. Therefore, the selection of the step of the reference level depends on the users' demands for accuracy and efficiency.
The Use of the Intelligent Sensor for Ultra-High-Frequency Partial Discharge Detection in Other Electrical Components
The UHF PD detection method is also used to detect PD in gas-insulation substations (GIS's) and cables because of its high sensitivity and strong anti-interference ability. The proposed intelligent sensor can used to detect UHF PD for GIS's. Because the UHF PD electromagnetic wave in GIS's can leak out at the spacers of a GIS, the Peano fractal antenna can be fixed at the spacer of a GIS and used as an external antenna. However, the intelligent sensor only acquires statistical characteristic quantities of the UHF PD signal and does not acquire the parameters of a single UHF PD electromagnetic wave, so the intelligent sensor cannot be used to localize PD in GIS's.
As for cable, in contrast to the cable itself, insulation failures are more likely happen at the cable connectors that have a higher risk of defects and contamination. As for UHF PD online monitoring for cable connectors, the Peano fractal antenna cannot be used as a coupler, and the inductive UHF sensor and the capacitive UHF sensor are usually used [19] . If the antennas in an intelligent sensor are replaced with inductive UHF sensors or capacitive UHF sensors, which are used for the UHF PD detection of cables, the intelligent sensor can be used to detect UHF PD in cable connectors.
Conclusions
In this paper, a novel, intelligent senor for UHF PD online monitoring of power transformers based on the proposed level scanning method is introduced. The proposed intelligent sensor accurately acquires and directly outputs statistical characteristic quantities of UHF PD signals containing the distribution of magnitude and number of discharges in power frequency phase intervals without data post-processing, which avoids the error caused by signal delays and achieves low storage and fast real-time commutation for its small data quantity. The intelligent sensor is composed of UHF antennas and integrated circuits with universal chips, which is cheaper compared to the traditional method using high-speed data acquisition cards or an oscilloscope and other industrial products. Moreover, the intelligent sensor is easy to install because it is of small volume and is easy to maintain for its high reliability. Because of these advantages, the proposed intelligent sensor can be widely used for UHF PD online monitoring of power transformers and can be used to achieve a distributed PD monitoring system in substations. The main results of the work can be summarized as follows:
(1) A new method to directly acquire the statistical characteristic quantities of UHF PD, namely the level scanning method, is proposed. (2) The corresponding data processing module of the level canning method was designed, and a prototype was made. Combined with the antenna designed in our previous work, the intelligent sensor was made. (3) Actual UHF PD experiments with three typical artificial defect models of power transformers were carried out to verify the performance of the intelligent sensor in a laboratory, and the waveform recording method and the intelligent sensor proposed were simultaneously used for UHF PD measurement. The results show that the intelligent sensor can accurately acquire statistical characteristic quantities of the UHF PD signal, which indicates the proposed intelligent sensor is qualified for UHF PD online monitoring. (4) In order to improve the accuracy of the intelligent sensor, three methods to improve the performance of the intelligent sensor are proposed according to the principle of the proposed level scanning method.
For future works, there is still much work to do to construct a complete UHF PD online monitoring system. Because the level scanning method is different from traditional methods, the corresponding filter methods should be researched, as should the methods of pattern recognition and fault diagnosis.
